
FIRST FLOOR AS EXISTING
Chimney Stack

Accessible Ramp

PROPOSED GROUND FLOOR

AutoCAD SHX Text
MEETING ROOM

AutoCAD SHX Text
MEETING ROOM

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
S/S

AutoCAD SHX Text
S/S

AutoCAD SHX Text
C

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
DB01

AutoCAD SHX Text
H/E

AutoCAD SHX Text
PIR

AutoCAD SHX Text
PL

AutoCAD SHX Text
S

AutoCAD SHX Text
H/E

AutoCAD SHX Text
PIR

AutoCAD SHX Text
PL

AutoCAD SHX Text
S

AutoCAD SHX Text
K

AutoCAD SHX Text
10G

AutoCAD SHX Text
EMERGENCY LIGHTS TEST KEY SWITCHES

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C8

AutoCAD SHX Text
C8

AutoCAD SHX Text
C7

AutoCAD SHX Text
C7

AutoCAD SHX Text
ENC

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C8

AutoCAD SHX Text
C8

AutoCAD SHX Text
C7

AutoCAD SHX Text
C7

AutoCAD SHX Text
C7: SWITCH 01 SWITCH 01 C8: SWITCH 02SWITCH 02

AutoCAD SHX Text
2G

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C9: SWITCH 01 SWITCH 01 C10: SWITCH 02SWITCH 02

AutoCAD SHX Text
2G

AutoCAD SHX Text
C9

AutoCAD SHX Text
C9

AutoCAD SHX Text
C9

AutoCAD SHX Text
C9

AutoCAD SHX Text
C10

AutoCAD SHX Text
C10

AutoCAD SHX Text
C10

AutoCAD SHX Text
C10

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
DB01/L1/03

AutoCAD SHX Text
DB01/L1/03

AutoCAD SHX Text
DB01/L2/04

AutoCAD SHX Text
ENTRANCE LOBBY

AutoCAD SHX Text
FEMALE WC

AutoCAD SHX Text
ACCESSIBLE WC

AutoCAD SHX Text
MALE WC

AutoCAD SHX Text
CHAIR STORE

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
HALL

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
2

AutoCAD SHX Text
5G

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C1

AutoCAD SHX Text
C3

AutoCAD SHX Text
C3

AutoCAD SHX Text
C3

AutoCAD SHX Text
C3

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C2

AutoCAD SHX Text
C4

AutoCAD SHX Text
C4

AutoCAD SHX Text
C4

AutoCAD SHX Text
C4

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
C1: SWITCH 01 - DB01/L1/02 SWITCH 01 - DB01/L1/02 - DB01/L1/02 C2: SWITCH 02 - DB01/L2/02 SWITCH 02 - DB01/L2/02 - DB01/L2/02 C3: SWITCH 03 - DB01/L1/02 SWITCH 03 - DB01/L1/02 - DB01/L1/02 C4: SWITCH 04 - DB01/L2/02 SWITCH 04 - DB01/L2/02 - DB01/L2/02 C11: SWITCH 05 - DB01/L3/02SWITCH 05 - DB01/L3/02- DB01/L3/02

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
F.P.

AutoCAD SHX Text
H/S

AutoCAD SHX Text
A/E

AutoCAD SHX Text
B/E

AutoCAD SHX Text
EXIT

AutoCAD SHX Text
S/S

AutoCAD SHX Text
1G

AutoCAD SHX Text
S/S

AutoCAD SHX Text
S/S

AutoCAD SHX Text
2

AutoCAD SHX Text
4G

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
S/S

AutoCAD SHX Text
S/S

AutoCAD SHX Text
G

AutoCAD SHX Text
G/E

AutoCAD SHX Text
PIR

AutoCAD SHX Text
PL

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G/E

AutoCAD SHX Text
PIR

AutoCAD SHX Text
PL

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
F/E

AutoCAD SHX Text
PIR

AutoCAD SHX Text
PL

AutoCAD SHX Text
F

AutoCAD SHX Text
G

AutoCAD SHX Text
G/E

AutoCAD SHX Text
2

AutoCAD SHX Text
2G

AutoCAD SHX Text
2

AutoCAD SHX Text
2G

AutoCAD SHX Text
C6

AutoCAD SHX Text
C6

AutoCAD SHX Text
C6

AutoCAD SHX Text
C6

AutoCAD SHX Text
C5

AutoCAD SHX Text
C5

AutoCAD SHX Text
C5

AutoCAD SHX Text
C5

AutoCAD SHX Text
C5: SWITCH 01 SWITCH 01 C6: SWITCH 02SWITCH 02

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
C & D LIGHTS WITHIN THE HALL ARE TO BE INSTALLED ABOVE AND BELOW THE LOWER ROOF TRUSS. SWITCH 5 IS TO CONTROL THE DISCO BALL AND THE 2no. SPOT LIGHTS, THAT ARE TO BE INSTALLED ON OPPOSITE SIDES OF THE DISCO BALL.

AutoCAD SHX Text
B

AutoCAD SHX Text
2

AutoCAD SHX Text
1G

AutoCAD SHX Text
2

AutoCAD SHX Text
1G

AutoCAD SHX Text
B

AutoCAD SHX Text
B/E

AutoCAD SHX Text
B/E

AutoCAD SHX Text
KITCHEN LIGHTS TO BE INSTALLED IN BETWEEN ROOF TRUSSES.

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
D

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
TO BE INSTALLED IN STAIRS LEADING UP TO FIRST FLOOR

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
ELBP

AutoCAD SHX Text
C11

AutoCAD SHX Text
K

AutoCAD SHX Text
L

AutoCAD SHX Text
L

AutoCAD SHX Text
L

AutoCAD SHX Text
DB01/L1/01

AutoCAD SHX Text
DB01/L2/01

AutoCAD SHX Text
DB01/L3/01

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L1/04

AutoCAD SHX Text
DB01/L2/04

AutoCAD SHX Text
PC

AutoCAD SHX Text
DB01/L2/01

AutoCAD SHX Text
DB01/L3/01

AutoCAD SHX Text
DB01/L3/01

AutoCAD SHX Text
DB01/L3/01

AutoCAD SHX Text
1G

AutoCAD SHX Text
DB01/L2/03

AutoCAD SHX Text
DB01/L2/03

AutoCAD SHX Text
DB01/L2/03

AutoCAD SHX Text
DB01/L2/03

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
J

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L3/03

AutoCAD SHX Text
DB01/L1/04

AutoCAD SHX Text
DB01/L1/04

AutoCAD SHX Text
DB01/L1/04

AutoCAD SHX Text
L

AutoCAD SHX Text
F.P.

AutoCAD SHX Text
revisions

AutoCAD SHX Text
project

AutoCAD SHX Text
title

AutoCAD SHX Text
scale

AutoCAD SHX Text
date

AutoCAD SHX Text
drawing no.

AutoCAD SHX Text
rev.

AutoCAD SHX Text
J.R.BOOK 

AutoCAD SHX Text
CONSULTING ENGINEERS

AutoCAD SHX Text
M&E BUILDING SERVICES

AutoCAD SHX Text
MCIBSE

AutoCAD SHX Text
1:50@A1

AutoCAD SHX Text
JANUARY 2020

AutoCAD SHX Text
102.19.E01

AutoCAD SHX Text
NETHER ALDERLEY PARISH HALL

AutoCAD SHX Text
PROPOSED LIGHTING & FIRE ALARM INSTALLATIONS

AutoCAD SHX Text
Matrix Office Park, 10 Eaton Avenue, Buckshaw Village,

AutoCAD SHX Text
Tel 01772 331790  Fax 01772 458466

AutoCAD SHX Text
Chorley. PR7 7NA.

AutoCAD SHX Text
T1

AutoCAD SHX Text
TENDER


	Sheets and Views
	102.19.E-E01 Rev T1 - Lgt & FAS


