
FIRST FLOOR AS EXISTING
Chimney Stack

Accessible Ramp

PROPOSED GROUND FLOOR

AutoCAD SHX Text
MEETING ROOM

AutoCAD SHX Text
MEETING ROOM

AutoCAD SHX Text
DB01

AutoCAD SHX Text
WI-FI

AutoCAD SHX Text
HL

AutoCAD SHX Text
BOILER

AutoCAD SHX Text
COMBI

AutoCAD SHX Text
FAN

AutoCAD SHX Text
HL

AutoCAD SHX Text
HL

AutoCAD SHX Text
WI-FI POWER

AutoCAD SHX Text
2

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/07

AutoCAD SHX Text
DB01/L2/11

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
DB01/L1/03

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
2

AutoCAD SHX Text
DB01/L1/08

AutoCAD SHX Text
DB01/L1/07

AutoCAD SHX Text
DB01/L1/07

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
ENTRANCE LOBBY

AutoCAD SHX Text
FEMALE WC

AutoCAD SHX Text
ACCESSIBLE WC

AutoCAD SHX Text
MALE WC

AutoCAD SHX Text
CHAIR STORE

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
HALL

AutoCAD SHX Text
2

AutoCAD SHX Text
K

AutoCAD SHX Text
N

AutoCAD SHX Text
IND

AutoCAD SHX Text
RES

AutoCAD SHX Text
WI-FI

AutoCAD SHX Text
HL

AutoCAD SHX Text
HL

AutoCAD SHX Text
WI-FI POWER

AutoCAD SHX Text
CV

AutoCAD SHX Text
ERV

AutoCAD SHX Text
TOILET VENTILATION CONTROLLED VIA THE LIGHTING CIRCUIT, WITH RUN-ON TIMER.

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
IND

AutoCAD SHX Text
IND

AutoCAD SHX Text
HL

AutoCAD SHX Text
K

AutoCAD SHX Text
1G

AutoCAD SHX Text
MANIFOLD

AutoCAD SHX Text
MANIFOLD

AutoCAD SHX Text
HL

AutoCAD SHX Text
URINAL FLUSH

AutoCAD SHX Text
CC

AutoCAD SHX Text
CC

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
N

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
CABLES ARE TO DROP DOWN IN THE CORNERS CONTAINED IN uPVC TRUNKING AND THEN ROUTED BEHIND THE KITCHEN UNITS CONTAINED IN uPVC CONDUITS

AutoCAD SHX Text
CC

AutoCAD SHX Text
OVEN

AutoCAD SHX Text
HOB

AutoCAD SHX Text
OVEN

AutoCAD SHX Text
LOW LEVEL SOCKETS ARE TO BE INSTALLED BENEATH THE BENCHES. HIGHER LEVEL SOCKETS ARE TO BE INSTALLED 150mm ABOVE BENCH WOODEN PANELING ON THE WALL. SOCKET TO BE INSTALLED WITHIN FIRE PLACE.

AutoCAD SHX Text
OUTSIDE SOCKETS TO BE CONTROLLED VIA A 20A 2-POLE KEY SWITCH

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L3/07

AutoCAD SHX Text
DB01/L3/11

AutoCAD SHX Text
SOCKETS: DB01/L1/05 DB01/L1/05 OVEN 01: DB01/L2/05 DB01/L2/05 OVEN 02: DB01/L3/05 DB01/L3/05 HOB:  DB01/L1/06DB01/L1/06

AutoCAD SHX Text
DB01/L2/06

AutoCAD SHX Text
DB01/L2/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
DB01/L2/08

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
MASTERSEAL

AutoCAD SHX Text
2

AutoCAD SHX Text
MASTERSEAL

AutoCAD SHX Text
2

AutoCAD SHX Text
MASTERSEAL

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
DB01/L3/07

AutoCAD SHX Text
DB01/L3/07

AutoCAD SHX Text
F.P.

AutoCAD SHX Text
CON

AutoCAD SHX Text
DB01/L2/07

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
DB01/L3/06

AutoCAD SHX Text
2

AutoCAD SHX Text
DB01/L3/01

AutoCAD SHX Text
revisions

AutoCAD SHX Text
project

AutoCAD SHX Text
title

AutoCAD SHX Text
scale

AutoCAD SHX Text
date

AutoCAD SHX Text
drawing no.

AutoCAD SHX Text
rev.

AutoCAD SHX Text
J.R.BOOK 

AutoCAD SHX Text
CONSULTING ENGINEERS

AutoCAD SHX Text
M&E BUILDING SERVICES

AutoCAD SHX Text
MCIBSE

AutoCAD SHX Text
1:50@A1

AutoCAD SHX Text
JANUARY 2020

AutoCAD SHX Text
102.19.E02

AutoCAD SHX Text
NETHER ALDERLEY PARISH HALL

AutoCAD SHX Text
PROPOSED POWER & DATA INSTALLATIONS

AutoCAD SHX Text
Matrix Office Park, 10 Eaton Avenue, Buckshaw Village,

AutoCAD SHX Text
Tel 01772 331790  Fax 01772 458466

AutoCAD SHX Text
Chorley. PR7 7NA.

AutoCAD SHX Text
T1

AutoCAD SHX Text
TENDER


	Sheets and Views
	02 Rev T1 - Pwr & Data


